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Notable Incidents – Hydropower Sector

• Norway Hydropower Dam – 2025: Russian hackers took control of a dam 
floodgate for hours, releasing large volumes of water – 500L per second for 4 
hours before detection. No injuries or structural damage.

• Aliquippa Municipal Water Authority – 2023: Breach of water management ICS 
through compromised default passwords, leading to operation disruption 
affecting water pressure. Manual override minimized impacts.

• Norsk Hydro Ransomware Attack – 2019: Attack encrypted IT systems, forcing 
much of company’s hydropower operations to switch to manual processes for 
weeks, leading to production losses. Did not pay ransom but relied on backups 
and incident response experts for recovery.
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Feasibility of Best Practices

Factors:
• Resource Allocation
• Budget Constraints
• Criticality Levels
• Threat to Consequence Likelihood

Defensive 
Strategies Costs/Overhead
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Prerequisites: Define Costs and Benefits

• Identify hydropower system components
• Turbine, Gearbox, Generator, Hydraulics, Controllers, Conveyance 

system, 
• Perform prioritization based on functions criticality
• Identify impacts in terms of mission-critical system downtime due to cyber-

induced anomalies 
• Primary impacts (PI) and secondary impacts (SI)

• Example PI: Equipment damage (restoration/replacement)
• Example SI: Production downtime (minutes/hours)
• Example PI or SI: Disrupted service offerings

• Map impacts to loss of productivity and revenue
• Identify repairs and restoration costs in USD (or equivalent) range for a given 

time duration
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Hydropower 
Cybersecurity 
Value-at-Risk 
Framework   Project 
Overview

• Leverages the architecture of the Distributed 
Energy Resources Cybersecurity Framework  
(DER-CF) – www.dercf.nrel.gov 

• Targets the risk management process to prioritize 
action items and associated investments

• Considers various impacting factors for 
hydropower such as environmental, economical, 
safety and operations risks

• Calculates risk, impact, and control 
implementation scores for determining value at 
risk

• Prioritizes risk-based recommendations through 
maturity to enhance decision-making 

http://www.dercf.nrel.gov/
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Advancing 
Cybersecurity 
Risk Assessment 

Moving from 
maturity-based 
scoring to 
semiquantitative 
risk calculations

Background - DER-CF
Pillar     Domain      Subdomain Model
Answer types/follow-ups and recommendations
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Hydropower Focused Operations and Assets

• Identify mission-
critical 
hydropower 
systems,

• Highlight areas of 
cyber concern for 
hydropower plant 
operations, and

• Scope assets that 
may be vulnerable 
to cyberattacks

Hydropower 
Operations

Discipline and Assets Critical Cyber Assets

Water 
Conveyance 
Operation

Gates, penstock, inlet valve, 
hydraulic actuators, water flow 
meter

Inlet valve/gate operation system, spill gate control 
system, powerhouse drainage system, water injection 
and wicket gate system, remote gate and dam 
operation system 

Generator Generator rotor and stator, exciter, 
protective relay, cooling water, air 
injection, CO2 fire suppression, 
alarm system, governor

Condition monitoring system, vibration monitoring 
system, generation load control, generator circuit 
breaker, protective relay system, alarm system, 
governor control system 

Turbine Mechanical-Turbine, Electrical-
Turbine sensor

Speed sensor, hydro turbine control system, turbine 
shaft vibration monitoring system

Automation, 
Control and 
Protection

Supervisory system, networking 
equipment, HMI, emergency 
shutdown system

Speed control and brake monitoring system, routers, 
switches, gateway devices (firewall, IDS/IPS), controller 
communication modules, fire and overspeed protection

Substation 
Operation

Circuit switches, surge arrestor, 
transformers, line switches

Remote terminal unit, programmable logic controller, 
protective device, HMI, gateway device

Plan 
Auxiliary 
System

Station lighting 
DC system-UPS and battery
Diesel and battery generator

Lighting plant control system, plant security system
Plant DC monitoring system
Diesel generator monitoring system
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Impact Categories and Common Controls

Impact
• Safety
• Environmental
• Economical
• Operational

Generic Control Catalog

Are commonly used ports disabled when not used or changed to site-specific port numbers? 
Examples include 80 (HTTP), 53 (DNS), 23 (TELNET), 161 (SNMP), 502 (MODBUS), 20000 (DNP3), 
and 44818 (Ethernet/IP).

Is the operation technology (OT) specific data encrypted or at least password protected? 
Examples include schematics, diagrams, control system layouts, etcetera stored either on 
workstations or databases

Are control system devices’ default credentials changed to more secure credentials before 
being deployed in production environment? 

Is there a robust patch management policy and control in place where patches to OT/control 
system devices are first tested in a sandboxed/virtual system environment to identify 
undiscovered vulnerabilities? 

Are secure coding practices used to prevent malicious code consisting of configuration to inject 
project files? For ex: Code signing, encryption of sensitive information, restriction of files and 
directory permissions.

Are operational servers and other critical functional components regularly backed up? Are those 
backups offline or offsite, and do you regularly prove the ability to restore operations? 
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Define, Assign, and 
Validate Weighted 
Values

Security Control Attributes and Metadata
• Establish values and associated weights,
• Calculate likelihood score depending on 

operation modes,
• Align with MITRE’s ATT&CK1 for industrial 

control systems (ICS) 
 Tactics, techniques, and procedures  assets 

 vulnerability  mitigation
• Tag impact categories to address priorities,
• Perform value-at-risk (VaR) calculation to 

inform the need to invest resources.

1. https://collaborate.mitre.org/attackics/index.php/Main_Page 

https://collaborate.mitre.org/attackics/index.php/Main_Page
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Assessment Control Structure

Pillar -> Domain -> Subdomain -> Controls 
• Criticality level,
• Action Items,
• Metrics

– NIST CSF Category
– CIA Triad
– Impact Category
– Consequence Category
– Feasibility 
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Assessment 
Structure

Domain expansion for 
hydropower assessment

Domain Subdomain
Critical Operations Maintenance 

Plant Operations
Generic Controls
Safety

Management Risk Management
Asset Management 
Identity Management 
Policies/Procedure
Training 
Communication Networks
Personnel/Leadership

Site and Service Control Physical Protection
Access Control
Monitoring
Information Protection

Dependencies Grid Operation
Business
Endpoint 
Data 
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Assessment Controls 

• Multiple answer 
types,

• Track progress, 
comments, and 
user roles,

• Navigate through 
facilities, and 
assessments. 
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Multiple Facilities and Multiple Assessments
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Multiple Facilities and Multiple Assessments

Organization

Facility

Assessment 1 Assessment 2

Facility

Assessment 
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Assessment Scores 

• Assessment 
scores by domain 
and subdomain

• Classification of 
high, medium, 
low, and 
unimplemented 
controls
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Assessment Scores 
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NIST CSF Distribution

• Enables users to 
align with the 
NIST CSF V1 and 
performance in 
each category viz 
Identify, Detect, 
Protect, Respond, 
and Recover
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Consequence

• Assessment’s 
control 
implementations 
map to 
Consequence 
Categories to 
contextualize 
risks
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Feasibility

• Implementing 
best practices 
can be a 
challenge

• Easy, medium, 
hard categories 
inform resource 
allocations
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Impact

• Tagged controls to 
impact categories 
informs 
prioritization

• Represented per 
domain 
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Scores Overview
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Action Items
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Action Items
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Report Widget
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Scores Overview
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Assessment Report
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Organization Dashboard
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Organization Dashboard
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Comparative Analysis
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Future Work 

• Advancements through hydropower operational threat simulation and 
impact analysis

• Perform hydropower modeling and cyber-attack simulations using NREL 
ARIES Cyber Range2

• Cost-benefit analysis for recommended mitigations with regards to 
potential cyber-attack consequences

• Monetary impact calculations for risks as well as mitigations

2 https://www.nrel.gov/security-resilience/cyber-range 

https://www.nrel.gov/security-resilience/cyber-range
https://www.nrel.gov/security-resilience/cyber-range
https://www.nrel.gov/security-resilience/cyber-range
https://www.nrel.gov/security-resilience/cyber-range
https://www.nrel.gov/security-resilience/cyber-range
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